This paper describes the effect of mutual leakage reactance in rotor circuit (Canay reactance) on analysis of medium capacity generator transient and dynamic behavior. The authors proposed the decision method of field mutual leakage reactance, and analyzed sudden short circuit and voltage dip on sudden load application by simulations using the electromagnetic transients program (ATP-EMTP) and compared the results with the experimental data.
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